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A. REFER TO ONE-LINE DIAGRAM EP602 FOR FEEDER SCHEDULE.
FISHER
HOUSE
QMCCA3 BJE2 QMCCAT QMCCA2 FIRE PUMP
— — — —r pos CH# CH#2 NMCCAT NMCCA2 CH#3 EAl
n © © | | o
SRR L HA-1 HA=3 HA=5 HA-7 HA-9 HA=10 HA-8 HA=6 HA—4 HA=2
= N1600AF N1500AF Ng00AF Ng00AF Ng00AF Ng00AF Ng0oAF Ng00AF Nggoar Nggoar ’ :
o [, 120006 [, 120006 (. B004P [, 500AP [, 400Ap [, 400AP [, S00AP [, 300AP [, S00AP [, 200A° ' ! KEY NOTES
QA-1 EA-1 QA-2 QA-3 QA—4
400A \ 400A \ 1004 \ S00A \ 400A \ (1) SEE ENERGY PLANT DRAWINGS (SHEETS EP410, EP411, EP412,
. . . . . . AND EP413), UTILITY TUNNEL DETAIL (SHEET EP431), AND SITE
eIy e e N e eIy 4000A BUS, 3PH AW 42 KAIC RMS SYM. 480Y/277V e DISTRIBUTION DRAWINGS (SHEETS ES100-ES103) FOR ROUTING.
5 1334 KVA, 5 582 KVA,
N 20, EAAX DEMAND, 2009) 1600AT 20, EAAX DEMAND, 2009) (Z) PROVIDE NEW CIRCUIT BREAKER IN EXISTING "SPACE” IN' SIZE
’ ’ INDICATED AND CONNECT.
—| == (1522 (521
- 7 7 (3) PHASE CONDUCTORS ARE 5KV EPR TYPE MV-105. GROUND
Ui 1s00kva 38 Ui 1s00kva 38 CONDUCTOR IS 600V TYPE XHHW.
Y 4160-480/277V T 4160-480/277V (&) (2)4" CONDUITS WITH CONDUCTORS INDICATED AND (1)4” SPARE.
{(5) PROVIDE (5)4” CONDUITS WITH CONDUCTORS INDICATED AND
SMU—20 SMU—20 (14 SPARE.
{ 180F { 180F
(6) PROVIDE (1)5” CONDUIT WITH CONDUCTORS INDICATED AND (1)5"
/ / CONDUIT SPARE.
] ? (7) SEE NURSING TOWER DRAWING (SHEET EP415), UTILITY TUNNEL
/I b DETAIL (SHEET EP431), AND MENTAL HEALTH BUILDING (SHEET
EP102) FOR ROUTING.
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- 400AP . 600AP . 300AP . 100AP - 200AP - 1600AP o 2400AP ¢ - 600AT 416 KV g g 416 KV
CB-MSSWI CB-MSSW2 KEY PLAN
[ 1000AT [ 1000AT
4000A BUS, 3PH 4W 42 KAIC RMS SYM, 480Y,/277V R R
MAIN SERVICE e ¢
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GENERAL NOTES

UTILITIES.

LANDSCAPE DRAWINGS.

A.  LOCATION OF ALL VAULTS, DUCTBANKS AND OTHER
ELECTRICAL SITE ELEMENTS SHALL COORDINATED WITH OTHER
UTILITIES AND SITE ELEMENTS. SEE CIVIL DRAWINGS FOR OTHER

B. CALL FOR UNDERGROUND UTILITY LOCATES BEFORE DIGGING.
UTILITY INFORMATION SHOWN IS FROM AVAILABLE RECORDS
AND THE ACTUAL LOCATIONS MY DIFFER FROM THOSE SHOWN.
CONTRACTOR SHALL VERIFY ALL UTILITY LOCATIONS PRIOR TO
EXCAVATION, DIGGING AND TUNNEL BORING. ANY UTILITIES
WHICH ARE DAMAGED DURING CONSTRUCTION SHALL BE
REPAIRED IMMEDIATELY BY THE CONTRACTOR.

C. EACH BRANCH CIRCUIT HOMERUN SHALL HAVE NO MORE THAN
THREE CIRCUITS. EACH BRANCH CIRCUIT HOMERUN SHALL HAVE
A SEPARATE GREEN INSULATED EQUIPMENT CONDUCTOR.

D. EACH SINGLE PHASE BRANCH CIRCUIT SHALL HAVE A
SEPARATE DEDICATED NEUTRAL CONDUCTOR.

E. LOCATIONS OF ALL LIGHT FIXTURES HANDHOLES AND OTHER
ELECTRICAL ELEMENTS SHALL BE COORDINATED WITH CIVIL AND

F. MULTI-GANG BACKBOXES FOR DIFFERENT VOLTAGES AND
TYPES OF EMERGENCY AND NORMAL BRANCH WIRING DEVICES
SHALL HAVE DIVIDERS BETWEEN DEVICES.

KEY NOTES

ELECTRIGAL ROOM.

@ SEE SHEET EP431 FOR TUNNEL.

(3) SEE SHEET EP415 FOR NURSING TOWER BASEMENT

@ SEE SHEETS EP411, EP412 AND EP413 FOR ENERGY PLANT.
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